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TELECOMMUNICATIONS/ SECURITY/ AUDIO/VISUAL GENERAL NOTES

1. FOR EXACT LOCATION AND FINISHED SURFACE CONDITIONS OF MILLWORK, CEILING, WALL, OR FLOOR MOUNTED DEVICES, REFER TO
ARCHITECTURAL DRAWINGS.

A6

2. FOR EXACT LOCATION OF FACILITY FIRE RATED WALLS AND SMOKE WALLS, REFER TO ARCHITECTURAL DRAWINGS.

3. MOUNTING HEIGHTS ARE TO CENTER OF DEVICE OR EQUIPMENT, UNLESS NOTED OTHERWISE.

4. CONFIRM ALL LABELS AND ROOM NUMBERS WITH VETERANS AFFAIRS, VA, PRIOR TO FINALIZING LABELING AND PROGRAMMING.
5. COORDINATE FINAL OUTLET LOCATIONS WITH ALL TRADES AND FURNITURE/MILLWORK PLACEMENT PRIOR TO ROUGH-IN.

6. PROVIDE GROUNDING PER NEC AND TIA 607B.

7. INSTALL DATA OUTLETS AT SAME ELEVATION AND WITHIN 6" OF ASSOCIATED ELECTRICAL OUTLET.

8. CONDUIT ROUTING SHOWN FOR INTENT. COORDINATE WITH ALL TRADES.

@ DIVISION 27 LEGEND

RACEWAYS FOR COMMUNICATION SYSTEMS
— J — J—-HOOK ASSEMBLY

TTTTT CABLE RUNWAY (TR) — HUNG ABOVE RACKS/CABINETS OR AS NOTED

TWO INCH CONDUIT SLEEVE QUANTITY OF TWO

STRUCTURED CABLING

\/  OUTLET DATA 18" AFF.
9. IN EACH INSTANCE WHERE TWO OR MORE LIKE OR UNLIKE DEVICE BOXES ARE GENERALLY LOCATED IN THE SAME VICINITY AND AT "
DIFFERENT ELEVATIONS, MOUNT THE BOXES VERTICALLY ON A COMMON CENTERLINE. COORDINATE WITH ALL TRADES. \/  OUTLET DATA 46" AF.F.
10. COORDINATE HEIGHT AND LOCATION OF OUTLETS WITH EQUIPMENT MOUNTING BRACKETS AND BLOCKING IN WALL. —D) OUTLET, DATA CEILING MOUNTED
11. UNLESS NOTED OTHERWISE, WHEN DATA OUTLET IS ABOVE COUNTER, MATCH ELECTRICAL DEVICE ORIENTATION AND ELEVATION. K/  FLOOR OUTLET, DATA
12. FINAL QUANTITY AND LOCATION OF CEILING DATA OUTLETS IDENTIFIED ON THE TN SERIES FLOOR PLANS SHALL BE VERIFIED WITH THE _
WIRELESS ACCESS POINT MANUFACTURER BASED ON THE MODEL NUMBER UTILIZED PRIOR TO INSTALLATION/ROUGH:-IN. FLOOR RECEPTACLE, TELEPHONE
13. FINAL QUANTITY AND LOCATION OF DISTRIBUTED ANTENNA SYSTEM (DAS) ANTENNAS TO BE REINSTALLED SHALL BE DETERMINED BY THE W OUTLET TELEPHONE, 46” AFF
MANUFACTURER/VENDOR BASED ON A PREDICTIVE ANALYSIS SURVEY AND FINAL WALK THROUGH SURVEY UTILIZING THE SPECIFIC '
MANUFACTURERS COMPONENTS. W OUTLET; LETTER INDICATES AS FOLLOWS:
A = AUDIO V = VIDEO | = INTERCOM
oa)_ABBREVIATIONS s
1. FOR WHEELCHAR PATIENT USE MOUNT TELEPHONE OUTLET 36" [914mm] TO BOTTOM
OF OUTLET BOX.
2. DESK PHONES — MOUNT OUTLET 1'-6" [457mm] AFF
1PH SINGLE-PHASE MATV MASTER ANTENNA TELEVISION SYSTEM
1P SINGLE POLE MAX MAXIMUM
2/C TWO-CONDUCTOR MECH MECHANICAL 3. SEE VA BARRIER FREE DESIGN GUIDE PG-18-13
3/C THREE-CONDUCTOR MH MANHOLE
3PH THREE-PHASE MIN MINIMUM
e FOUR CONDUGTOR MT MOUNT 4, %%(%I_REQFINATE VIDEO OUTLET WITH TELEVISION MOUNTING BRACKET AND ELECTRICAL
4w FOUR-WIRE MTD MOUNTED
MTG MOUNTING
A/CUNIT  AIR CONDITIONING UNIT
AJE ARCHITECT/ENGINEER NA NOT APPLICABLE CABLE TRAY
AAP ALARM ANNUNCIATOR PANEL NEC NATIONAL ELECTRICAL CODE oy
AC ALTERNATING CURRENT OR ARMORED CABLE NEUT ORN NEUTRAL HEEEEEESE WIRE BASKET CABLE TRAY 47 X 6
ACC ACCESSIBLE NIC NOT IN CONTRACT
ADDL ADDITIONAL NS NG SCALE HSS]  FIRE RATED ASSEMBLY QUANTITY OF TWO
ADJ ADJACENT, ADJOINING NTS NOT TO SCALE
ADO AUTOMATIC DOOR OPENER
AFC ABOVE FINISHED COUNTER oc ON CENTER MISCELLANEOUS COMMUNICATION SYMBOLS
AFF ABOVE FINISHED FLOOR oD OUTSIDE DIAMETER
AFG ABOVE FINISHED GRADE —CATV—— CABLE TELEVISION LINE
AHJ AUTHORITY HAVING JURISDICTION P POLE
ALT ALTERNATE PA PUBLIC ADDRESS ——FO——FIBEROPTICS LINE
AMB ORA  AMBIENT PB PANELBOARD, PULL BOX, OR PUSHBUTTON
ARCH ARCHITECT PBPU PREFABRICATED BEDSIDE PATIENT UNIT T TELEPHONE LINE
ATS AUTOMATIC TRANSFER SWITCH PED PEDESTAL "
AUTO AUTOMATIC PEND PENDANT — | —INTERCOM LINE. MINIMUM 3/4” [19mm] CONDUIT
AV AUDIO VISUAL PF POWER FACTOR S SOUND LINE
PH PHASE
BAT BATTERY PNL PANEL —
BC BARE COPPER PVC POLYVINYL CHLORIDE (PLASTIC) TELECOMMUNICATIONS TERMINAL CABINET
BD BOARD PWR POWER 1B
BEF BELOW FINISH FLOOR — 5 PLYWOOD BACKBOARD (WALL MOUNTED)
BLDG BUILDING RCP REFLECTED CEILING PLAN PULL BOX
BPIP BOILER PLANT INSTRUMENTATION PANEL REC RECESSED
BYP BY PASS RECPT RECEPTACLE T ToB
RGS RIGID GALVANIZED STEEL
C CONDUIT RM ROOM
CAB CABINET REQD REQUIRED
CALC CALCULATE COMMUNICATIONS CABINETS /RACKS
CAP CAPACITY SF SQUARE FOOT (FEET .
CAT CATALOG SHT SHEET (FEET) eack  FREE STANDING OPEN FRAME DATA RACK ("W” INDICATES WALL
CATV COMMUNITY ANTENNA TELEVISION SI INTERNATIONAL SYSTEM OF UNITS e MOUNTED UNIT, HEAVY LINE INDICATES FRONT OF RACK)
CCR CONTROL CONTACTOR SPEC SPECIFICATION
cCTV CLOSED CIRCUIT TELEVISION SURF SURFACE
cD CONSTRUCTION DOCUMENTS SW SWITCH FREE STANDING ENCLOSED DATA RACK ("W” INDICATES WALL
CF CONTRACTOR FURNISHED w  MOUNTED UNIT, HEAVY LINE INDICATES FRONT OF RACK)
CF/CI CONTRACTOR FURNISHED/CONTRACTOR INSTALLED TEL TELEPHONE
CF/OI CONTRACTOR FURNISHED/OWNER INSTALLED ™ TWISTED PAIR
CFE CONTRACTOR FURNISHED EQUIPMENT TPS TWISTED PAIR SHIELDED
CLG CEILING TTB TELEPHONE TERMINAL BOARD TELEPHONE EQUIPMENT
CcMU CONCRETE MASONRY UNIT vV TELEVISION
COAX COAX CABLE TvP TYPICAL TELEPHONE SYSTEM INTERMEDIATE DISTRIBUTION FRAME, BACKBOARD MOUNTED
COMM COMMUNICATION
COMPT COMPARTMENT UFD UNDERFLOOR DUCT
CONC CONCRETE UGND UNDERGROUND AUDIO VISUAL EQUIPMENT
CONT CONTINUE uL UNDERWRITERS LABORATORY
CONTR CONTRACTOR UON UNLESS OTHERWISE NOTED CATV]  MASTER ANTENNA TV EQUIPMENT
COORD COORDINATE UPS UNINTERRUPTIBLE POWER SUPPLY
cTV CABLE TELEVISION uTIL UTILITY
cu COPPER PUBLIC ADDRESS SYSTEMS
CUFT CUBIC FEET v VOLT
CUR CURRENT @ LOUDSPEAKER, FLUSH CEILING MOUNTED; LETTER INDICATES ZONE
WP WEATHERPROOF z
EXHAUST DUCT MAIN SUPPLY DUCT MAIN gg [D)ERCEIEELC%EF?IIET\E'CT BURIAL w PUBLIC ADDRESS SYSTEM RACK. FREE STANDING FLOOR UNIT; W INDICATES WALL MOUNTED UNIT.
DEGC DEGREES CELSIUS PAGING DISTRIBUTION FRAME
HOT WATER SUPPLY (HWS) PRE gé‘h’éﬁ Q/Ix_lﬁgﬁg é*(;‘TDH DEG F DEGREES FAHRENHEIT
CHILLED WATER SUPPLY (CHS) SIDES) PRIOR TO ( 85\'\?30 85\'\:‘3%';'\&'0'\‘ CTRONIC S SEC S oLs
ELECTRONI AFETY SECURITY SYMBOL
FIRE PROTECTION MAIN COMMON RETURN (RET) INSULATING DISTR DISTRIBUTION
DN DOWN [ & SECURITY ACCESS, VIDEO CAMERA WITH LENS
DRSW DOOR SWITCH
DWG DRAWING SECURITY ACCESS, PANIC ALARM 26" AF.F
SEISMIC BRACING (TYP) D EC EMPTY CONDUIT MONTOR; LETTER INDICATES AS FOLLOWS:
{ EG EQUIPMENT GROUND .M WoWALL
________________________ ELeC ELECTRIC OR ELECTRICAL ' ITECHNOLOGY/TVEE VAMULTISCREEN  V_VIDED
———————————————————————————————————————————————————————— — ELEV ELEVATOR
: N EMER EMERGENCY M CARD ACCESS READER; LETTER INDICATES AS FOLLOWS:
N EMI ELECTROMAGNETIC INTERFERENCE E| M=MOUNT
\ EMT ELECTRICAL METALLIC TUBING T C—CEILNG D-DESK  F-FLUSH H-HIDDEN M-MULLION P—PEDESTAL
- \SUPPLY AIR GRILLE ENCL ENCLOSURE R—RACK  S—SURFACE W—WALL
| — \L PRIMARY AIR INLET EPO EMERGENCY POWER OFF
INDUCTION UNIT \ DRAIN PAN ESMT EASEMENT M CARD ACCESS KEYPAD; LETTER INDICATES AS FOLLOWS:
(TYP)/\ EXIST EXISTING M=MOUNT
RETURN AIR M=
\ == — — — — — —
ACCESS PANNEL \ SPRINKLER IT CABLE TRAY GRILLE FLEX FLEXIBLE METALLIC CONDUIT g_g/EEL}LNG g_gﬁg;ACE F FLU\?/I—l WALHL HIDDEN M—MULLION P—PEDESTAL
CLEARANCE (FULL FOUTT TELEPHONE FLOOR OUTLET
SIZE OF UNIT) (TYP LIN FP FIRE PROTECTION
) (TYP) E"OENCDT&'TC AL ggSDENGSATE FT FEET OR FOOT FIELD PANEL; LETTER INDICATES AS FOLLOWS:
. . . FU SW FUSED SWITCH M M=MOUNT
 SID “ORRIDOR 20(
STAIR SIDE CORRIDOR DRAN (CCD) EXAMROOM C—CEILNG D-DESK  F~FLUSH H~-HIDDEN M-MULLION P—PEDESTAL
GORGND GROUND OR GENERATOR T R-RACK  S—SURFACE W—WALL
. GEN GENERATOR T—TECHNOLOGY/TYPE
© GTB GROUND TERMINAL BOX A—ALARM  C—CARD READER
>
< HOA HAND-OFF-AUTOMATIC EXIT DEVICE; LETTER INDICATES AS FOLLOWS:
] HT HEIGHT . T=TECHNOLOGY/TYPE
®© Hz HERTZ == D-DELAYED EGRESS  E-ELECTRIFIED ~ M—MECHANICAL ~ X-HIGH SECURITY
IMC INTERMEDIATE METAL CONDUIT ELECTRONIC LOCK; LETTER INDICATES AS. FOLLOWS:
IR INFRARED M=MOUNT
M C—CEIUNG D-DESK  F—FLUSH H—-HIDDEN M—MULLION P—PEDESTAL
J-BOX JUNCTION BOX T $:$ég§N oL O%;%?FEE\CE W-WALL
LF LINEAR FEET (FOOT) D—DEADBOLT H-HYBRID L—LATCH SET  M—MAGNETIC S—STRIKE
LTNG LIGHTNING
LV LOW VOLTAGE
NURSE CALL SYMBOLS
A NURSE CALL STATION.
- D D = DUTY STATION. MTD 5'—0" AFF UNLESS NOTED OTHERWISE.
E = MTD 3'-0" AFF FOR TOILET LOCATION
U = UTILITY CALL STATION, MTD 5'-0” A.F.F., UNLESS NOTED OTHERWISE.
@0 NURSE CALL STATION.
9 2 = NURSE'S CALL DOME LIGHT (SUFFIX INDICATES No OF LAMP) MTD 6"
ABOVE DOOR.
D = CORRIDOR DOME LIGHT.
| = AUXILIARY INTERSECTIONAL DOME LIGHT.
a = CIRCUITING DESIGNATION
LEVEL og CORRIDOR SECTION NURSE’S CALL MASTER STATION, MTD ON COUNTER TOP, UNLESS NOTED
F‘I OTHERWISE.
SCALE: 1/2" = 1-0" , ,
/ 0 8 16 NG| NURSE CALL TERMINAL CABINET WITH RACK MOUNTED POWER OVER
o — ETHERNET SWITCH AND RACK MOUNTED UPS, WALL MOUNTED.
RCB| ROOM CONTROL BOARD, MOUNTED ABOVE CEILING.
BUILDING IS FULLY SPRINKLERED
CONSULTANTS KEY PLAN ARCHITECT/ENGINEERS v e ™ ™ Office of
TELECOMMUNICATIONS LEGEND, VANHATTAN VANC - BULDING 1
. s 1 sgepge
Egan Environmental Consulting, Inc. e — — Feciilies
Appr oject 423 EAST 23RD STREET awing Management
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1 2 3 4 5 6 7 8 | 9

PARTITION FIRE RATING GENERAL

LEGEND NOTES

= mm mm ommowmmom 1 HOUR FIRE
1. TERMINATE PUBLIC ADDRESS SYSTEM CABLING IN THIS AREA AT PUBLIC

im0 mmm SMOKE BARRIER (1 HOUR FIRE) ADDRESS EQUIPMENT IN TELECOMMUNICATIONS ROOM 9123N, UNLESS

ZONED OTHERWISE.
tmommommommommom 2 HOUR FIRE BARRIER 2. THE NUMBER OF SPEAKERS CABLED AS A SINGLE ZONE SHALL NOT
EXCEED 8.
3. EACH ZONE SHALL BE HOMERUN TO SOUND SYSTEM FOR SEPARATE
- ZONE PAGING FUNCTIONALITY.
(@]
o .
"o HE : | 4. USE 16 GAUGE, 2 CONDUCTOR STRANDED, PLENUM RATED WIRE FOR
2 ST VR NN NN R EE NN NE=H AR AR POWER TO PAGING DISTRIBUTION FRAMES.
@] m
I - | F1 / 1-TAT109—-W 5. USE CATS, 4 PAIR, TWISTED 24 GAUGE, STANDARD, PLENUM RATED WIRE
» ‘. —— —— — —_— TERMINATED AT EACH END WITH STANDARD RJ45 CONNECTOR
2 L N (STRAIGHT PIN) FOR DATA. RE: D1/1-TA0501.
[§) ™ -
C [ |
'q_) =y sm BN % BN NN NN NN BN NN NN AN EF NN NN NN NN NN NN NN EE AE 6. FOR EXACT LOCATION AND FINISH SURFACE CONDITIONS OF CEILING
o - = MOUNTED DEVICES REFER TO ARCHITECTURAL DRAWINGS.
< .
- = N 7. COORDINATE FINAL SPEAKER LOCATIONS WITH ALL TRADES AND
- - LUMINAIRE PLACEMENT PRIOR TO ROUGH IN.
- u -
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2 SPECIFIC KEYED
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- NOTES
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three eighths inch
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g AUDIO/VISUAL PLAN - 9TH FLOOR - NORTH
2 © F SCALE: 1/8" = 1-0° . y o
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BUILDING IS FULLY SPRINKLERED SCALE: 1/8"=1"-0"
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PARTITION FIRE RATING GENERAL

LEGEND NOTES

e mm mm ommowmmom 1 HOUR FIRE
1. TERMINATE PUBLIC ADDRESS SYSTEM CABLING IN THIS AREA AT

PUBLIC ADDRESS EQUIPMENT IN TELECOMMUNICATIONS ROOM
9069S, UNLESS ZONED OTHERWISE.

SMOKE BARRIER (1 HOUR FIRE)

tmommommommommome 2 HOUR FIRE BARRIER 2. THE NUMBER OF SPEAKERS CABLED AS A SINGLE ZONE SHALL
NOT EXCEED 8.

3. EACH ZONE SHALL BE HOMERUN TO SOUND SYSTEM FOR
SEPARATE ZONE PAGING FUNCTIONALITY.

4. USE 16 GAUGE, 2 CONDUCTOR STRANDED, PLENUM RATED WIRE
FOR POWER TO PAGING DISTRIBUTION FRAMES.

5. USE CAT®6, 4 PAIR, TWISTED 24 GAUGE, STANDARD, PLENUM
RATED WIRE TERMINATED AT EACH END WITH STANDARD RJ45
CONNECTOR (STRAIGHT PIN) FOR DATA. RE: 01/1-TA0501.

6. FOREXACT LOCATION AND FINISH SURFACE CONDITIONS OF
CEILING MOUNTED DEVICES REFER TO ARCHITECTURAL

C
A DRAWINGS.
T
v 7. COORDINATE FINAL SPEAKER LOCATIONS WITH ALL TRADES AND
LUMINARIE PLACEMENT PRIOR TO ROUGH IN.
SPECIFIC KEYED
F1/1-TA109-W NOTES O

1. COORDINATE PAINTING OF BAFFLE PRIOR TO INSTALLATION.
2. USE EXISTING CATV RISER/ SPACE WHERE AVAILABLE.
3. USE EXISTING TELECOM RISER(S) SPACE WHERE AVAILABLE. IN

AREAS THAT REQUIRE A NEW RISER CREATED NEW RISER.
RISER(S) SHALL BE CONCEALED.
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BUILDING IS FULLY SPRINKLERED SCALE: 1/8"=1'-0"
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= one foot
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PARTITION FIRE RATING

GENERAL

LEGEND

—NOTES

= mm omm ommowmmo= 1 HOUR FIRE

SMOKE BARRIER (1 HOUR FIRE)

2 HOUR FIRE BARRIER

1. TERMINATE PUBLIC ADDRESS SYSTEM CABLING IN THIS AREA AT
PUBLIC ADDRESS EQUIPMENT IN TELECOMMUNICATIONS ROOM
9013W, UNLESS ZONED OTHERWISE.

2. THE NUMBER OF SPEAKERS CABLED AS A SINGLE ZONE SHALL NOT

EXCEED 8.

3. EACH ZONE SHALL BE HOMERUN TO SOUND SYSTEM FOR SEPARATE

ZONE PAGING FUNCTIONALITY.

4. USE 16 GAUGE, 2 CONDUCTOR STRANDED, PLENUM RATED WIRE FOR
POWER TO PAGING DISTRIBUTION FRAMES.

5. USE CAT®6, 4 PAIR, TWISTED 24 GAUGE, STANDARD, PLENUM RATED
WIRE TERMINATED AT EACH END WITH STANDARD RJ45 CONNECTOR
(STRAIGHT PIN) FOR DATA. RE: D1/1-TA0501.

6. FOREXACT LOCATION AND FINISH SURFACE CONDITIONS OF CEILING
MOUNTED DEVICES REFER TO ARCHITECTURAL DRAWINGS.

7. COORDINATE FINAL SPEAKER LOCATIONS WITH ALL TRADES AND
LUMINARIE PLACEMENT PRIOR TO ROUGH IN.

SPECIFIC KEYED

NOTES O

1. COORDINATE PAINTING OF BAFFLE PRIOR TO INSTALLATION.
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one eighth inch = one foot

0

TO EMERGENCY
POWER PANEL.
CIRCUITING AS
SHOWN ON FLOOR
PLAN.

GROUND, LOW VOLTAGE

POWER, AUDIO VISUAL
—~ CABLING TO PDF,
I SPEAKERS, ETC.

N
A/

ra 4
Y J

EIgEIE

CORRIDOR
ACCESSIBLE CEILING

CONDUIT CONCEALED IN
WALL. QUANTITY AS REQUIRED.

(D]
J
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= m s s ) HOUR PR 1. TERMINATE STRUCTURED TELECOMMUNICATIONS DATA CABLING IN
THIS AREA ON PATCH PANELS INSTALLED ON RACKS IN
1 1 SMOKE. BARRIER (1 HOUR FIRE) TELECOMMUNICATIONS ROOM 9013W, UNLESS NOTED OTHERWISE.
'womm ommomsoms om0 2 HOUR FIRE BARRIER 2. TERMINATE STRUCTURED TELECOMMUNICATIONS TELEPHONE CABLING
IN THIS AREA ON PUNCH DOWN BLOCKS INSTALLED IN
> < 4 TELECOMMUNICATIONS ROOM 9013W, UNLESS NOTED OTHERWISE.
3. ROUTE CONDUIT IN SLAB OR BELOW FLOOR FROM DIRECTION OF
©) ©®) TELECOMMUNICATIONS ROOM AND UP WALL CLOSEST TO
> TELECOMMUNICATIONS ROOM INTO ACCESSIBLE CEILING SPACE.
A z z z V4 4. NEW CORE AND PENETRATIONS SHALL BE SEALED WITH FIRE RATED
A MATERIAL.
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2. (2)1-1/4" C EXTENDED FROM POKE THROUGH, BELOW SLAB, WITHIN
Vv A V.V Y % A v g/v)ALL TO ACCESSIBLE CEILING SPACE
3. PROVIDE TWO GANG BOX 18" AFF AND 1-1/2" CONDUIT WITH PULL
> STRING TO ABOVE ACCESSIBLE CEILING FOR VETERANS AFFAIRS,
VA PROVIDED AV EQUIPMENT,
——4'X6" V. 4. PROVIDE ONE GANG BOX AND 1" CONDUIT WITH PULL STRING AT
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GENERAL

NOTES

1. TERMINATE STRUCTURED TELECOMMUNICATIONS DATA CABLING IN THIS
AREA ON PATCH PANELS INSTALLED ON RACKS IN TELECOMMUNICATIONS
ROOM 9123S, UNLESS NOTED OTHERWISE.

2. TERMINATE STRUCTURED TELECOMMUNICATIONS TELEPHONE CABLING IN
THIS AREA ON PUNCH DOWN BLOCKS INSTALLED IN
TELECOMMUNICATIONS ROOM 9123S, UNLESS NOTED OTHERWISE.

3. NEW 2HR RATED SLAB INFILL WITH OPENING FOR DUCTWORK. SEE
. MECHANICAL DWG 1-MH401 FOR ADDITIONAL INFORMATION INCLUDING
© FIRE DAMPER.
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. A1 RED FIRE ALARM ©
— - - - ACCESSIBLE
CEILING
BEND TO AVOID OBSTACLES IN THE HORIZONTAL PLANE \/|OLET \/|DEO SUR\/I‘]LLANCE nores ()
1. CEILING MOUNTED WIRELESS ACCESS POINT. BY VETERANS AFFAIRS, VA.
WHITE TELEPHONE 2. T paToH cBLE
3. ROUTE CABLING IN CABLE TRAY, J-HOOKS IN OPEN ACCESSIBLE CEILINGS OR IN EMT CONDUIT IN INACCESSIBLE
nores$ ) Y E L L O W D ATA AREAS.
1. REFER TO ARCHITECTURAL DRAWINGS FOR EXACT LOCATION AND HEIGHT. 4. CABLE JACKET COLOR SHALL BE ORANGE.
7 \TYPICAL DATA OUTLET AT ADJUSTABLE LCD AND KEYBOARD WALL MOUNT - A JCAT 6 CABLE JACKET COLOR @INTEHIOR WIRELESS ACCESS POINT CEILING MOUNTED
RADIUS BEND NTS
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© O o o 1. 6 PORT, SINGLE GANG COVERPLATE WITH LABELS AND MOUNTING HARDWARE. PROVIDE BLANK INSERTS FOR ALL UNUSED PORTS.
T T T 2. 4-11/16" X 4-11/16" SQUARE OUTLET BOX, WITH SINGLE GANG ADAPTER RING. |/
3 3 3 3. NYLON PULL CORD TO FAR END CONDUI TERMINATION POINT.
] ; ; 4. SINGLE GANG ADAPTER. NOTES O
\ \ —ups |[| s 5. MODULAR JACK 110 TO RJ45 WITH ICONS, UNNERSAL WIRING PATTERN, NON KEYED, EIGHT POSITION (4 PAIR). DATA JACK COLOR SHALL 1 SINGLE GANG STAINLESS STEEL COVERPLATE WITH TELEPHONE WALL-MOUNTING LUGS. VERIFY
, , g ; MATCH CABLE JACKET COLOR. ( GREEN, YELLOW, GRAY ) COMPATIBILITY WITH TELEPHONE MANUFACTURER PRIOR TO PURCHASE.
- ’ I N e e 1 TS E e 6. TWISTED PAR TYPE 4 PAR, HORIZONTAL CABLE, FROM LOCAL TELECOMMUNICATIONS ROOM, WITH SERVICE LOOP. 2. MODULAR JACK, 110 TO RU11, UNNVERSAL WIRING PATTERN NON KEYED.
f‘ / R / %‘ / e ? 7. A=11/167 X 4-11/16" X 1-1/2" DEEP SQUARE OUTLET BOX EXTENSION RING. 3. TWISTED PAR TYPE 4 PAR, HORIZONTAL CABLE WHITE JACKET FROM LOCAL TELECOMMUNICATIONS ROOM, wores O
§ -0 8 -0 8. 1-1/4" CONDUIT STUB TO ACCESSIBLE CEILING SPACE. WITH SERVICE LOOP. 1. INTERSYSTEM BONDING TERMINATION PER NEC FOR QUTSIDE WIRING FROM RADIO ANTENNA, CATV SYSTEMS,
9. VOICE JACKS SHALL USE SPLIT PAIRS TO TERMINATE TWO RJ-45 JACKS FROM ONE 4—PAIR HORIZONTAL CABLE. 4. SINGLE GANG COMMUNICATIONS OUTLET BOX WITH SINGLE GANG MOUNTING BRACKET. gﬁ-\,LEEPAH,_CKEﬁ,SgSTRE'ﬁh AR & TR ST ON orSes, IMUNICATIONS SYSTEMS, TELEVISION ANTENNA
ELEVATED FRONT VIEW ELEVATED SIDE VIEW
10. ODULAR JACK. 110 TO RITT WITH ICONS, UNNERSAL WIRING. PATTERN, NON KEYED, TELEPHONE. JACK COLOR SHALL BE WHTE. CABLE 5. NYLON PULL CORD TO TELECOMMUNICATIONS ROOM. 2. COPPER CONDUCTOR, SIZED PER TIA 607-B TELECOMMUNICATIONS BONDING SIZE TABLE, TO TMGB.
O, 6. 1" CONDUIT STUB INTO ACCESSIBLE CEILING SPACE. 3. MINIMUM CONDUCTOR SIZE SHALL BE LARGER DIAMETER THAN TELECOMMUNICATIONS BONDING BACKBONE
NOTES - (TBB) SIZE
—_— 7. TELEPHONE (MOUNTS ON FACEPLATE) BY VETERANS AFFAIRS, VA. :
1. 3/4” PLYWOOD BACKBOARD. 4, MINIMUM CONDUCTOR SIZE SHALL BE ONE GAGE SMALLER IN DIAMETER THAN ASSOCIATED TBB.
2. CABLE RUNWAY. 5. PROVIDE BONDING CONNECTION TO ALL EQUIPMENT PANELS, RACKS, BACKBOARDS, SLEEVES, CABLE
3 CABLE RUNWAY 90—DEGREE OUTSIDE RADIUS BEND. TRAY/RUNWAY, STATIC DISAPATIVE FLOORING AND PANELBOARDS LOCATED IN ROOM.
o 4. SLOTTED CHANNEL STRUT.
3 5. CABLE RUNWAY RADIUS DROP.
g 6. FRAME AND FINISH PENETRATION. COORDINATE FIRE RATING AND FIRE STOP AS REQUIRED.
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o ( — * 2 UNITS PER OPEN FRAME DATA RACK. 7_ PREDRILLED 7/16” DIA INSULATION ELECTRO-TIN ELECTRICAL PANELBOARD
o 5/16" DIA (TYP) MOUNTING HOLES [ PLATED COPPER (N ROOM)
o I Hd | (9 7. 4" FIRE RATED ASSEMBLIES THROUGH WALL (AS REQUIRED, 4 MINIMUM). SECURE SLEEVE TO /
S — 10 (10) 12" BUILDING STRUCTURE. NUMBER OF CABLES IN A 4°C. SLEEVE SHALL NOT EXCEED 105. ﬁ#ﬁ%&&{ %éé%‘#l 5 - GROUNDING EQUALIZER
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% (5y—=|Ll m m — — — 12. UNIVERSAL EARTHQUAKE MOUNTING BRACKET. PROVIDE FOR EACH RACK. 5 ! - ELECTRO-TIN PLATED COPPER VIDEO DISTRIBUTION SYSTEM
[ ] [ ] [ ]
13. GROUNDING LUG KIT AND BONDING CONDUCTOR ROUTED TO AND TERMINATED ON
E i — ; ) TELECOMMUNICATIONS GROUNDING BUSBAR (TGB) IN TELECOMMUNICATIONS ROOM. (ONE PER NURSE CALL SYSTEM TELECOMMUNICATIONS RACKS
— WALL —={ || ; ) ; ! RACK). § ?<_ INSULATOR —J ? PUBLIC ADDRESS SYSTEM
% H 6% 14, MOUNT RACK TO FLOOR WITH GRADE 5 HARDWARE. 2 g TR SECURITY / ACCESS CONTROL SYSTEM — | ggﬁomléﬁgmws PUNCH
i — 15. 3/4" FIRE RETARDANT PLYWOOD BACKBOARD ON ALL WALLS OF TELECOM ROOM. FIRE RATED ASSEMBLIES T SUPPORT
M i — QUANTITY AS REQUIRED ——{ = L SECURITY / CCTV SYSTEM
5‘ | 4 = 16. HORIZONTAL CABLING TO WORK AREA OUTLETS. QUANTITY AND TYPES AS SHOWN ON DRAWINGS. FOR 40% OF CABLE FILL DISTRIBUTED ANTENNA SYSTEM CABLE RUNWAY
L — 17. RACK MOUNTED POWER STRIP. MOUNT RECEPTACLES FACING REAR OF DATA RACK. COORDINATE FIRE RATED ASSEMBLIES /
— M I .| CIRCUITING TO DEVICE WITH DIVISION 26. BONDING (GROUND) CONDUCTOR CONDUIT SLEEVES, STUBS
=y I ©) T ()T ® ' 18. RACK-MOUNTED SYSTEM ELECTRONICS, VETERANS AFFAIRS, VA PROVIDED. Sl B ) OTHER SYSTEMS (AS REQUIRED) oA
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2 il - : . N 13 19. VETERANS AFFARS, VA PROVIDED DATA NETWORK ELECTRONCS. FRE STOP GANG PLATE LOWER LEVEL TCB
_ FLOOR N oy T 20. UPS EQUIPMENT. VETERANS AFFAIRS, VA PROVIDED. MOUNTING SCREWS
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8 e 21. FIBER OPTIC BACKBONE CABLING TO MAIN TELECOM ROOM, INSTALL OPEN WITHIN TELECOM CABLE FIRE RATED ASSEMBLY SPARES i O e——— SuPPORT — = O O
= ROOMS. ALL FIBER OPTIC BACKBONE CABLING EXITING STACKED VERTICAL ROOMS SHALL BE FOR FUTURE CABLE. o I NOTES : R
D INSTALLED IN EMT CONDUIT. MINIMUM TWO SPARES J
e CABLE TRAY 1. VARY LENGTH TO MEET APPLICATION 70
= 22. TELEPHONE BACKBONE CABLING TO MAIN TELECOM ROOM, INSTALL OPEN WITHIN STACKED REQUIREMENTS OF LISTED COMPRESSIONS TELECOMMUNICATIONS
= TELECOM ROOMS AND IN J-HOOKS IN CEILING SPACE. TWO—HOLE LUGS. MAINB(l}JIgg/ligDING
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- A SEE 8 BT SRS 0,01 S O B g v
=S IDENTIFER, HOUR RATING é){ugg;:s[I[:IEI;I/EgT(\JNITﬁ-IIN%E?T(;SJ/E#b';AND DATE OF FIRE STOPPING TELECOMMUNICATIONS GROUNDING BUSBAR
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= 25. FINAL RACK LAYOUTS INDICATING PATCH PANEL TYPES AND RACK ELEVATIONS TO BE APPROVED F4 Fé F8
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I TYP.
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CEILING

NOTESO:

1

2. HOLE (CENTERED IN BOX)

3/4" FLEXIBLE CONDUIT WITH PULL STRING

3. SECURITY OVERRIDE DEVICE LOCATED IN PANIC BAR. PROVIDED BY DIV. 8,

CONNECTED BY DIV. 26.

4. 1-GANG HINGE MORTAR GUARD BOX WELDED TO FRAME AT HEIGHT OF ELECTRIC

POWER TRANSFER HINGE. HINGE BY DOOR HARDWARE INSTALLER.

5. CARD READER 2-GANG JUNCTION BOX. LOCATED ON UNSECURED SIDE OF DOOR AS
SHOWN ON DRAWINGS. COORDINATE INSTALLATION OF MULLION MOUNTED DEVICE

WITH DIVISION 8 AS SHOWN ON FLOOR PLANS.

Al [0 ] L) | [(F— —=C 6. MORTAR GUARD BOX FOR FLUSH MAGNETIC DOOR CONTACT.
7. ROUTE THROUGH ALUMINUM FRAME AT STOREFRONT/CURTAIN WALL LOCATIONS AS
ACCESSIBLE CEILING L |
REQUIRED.
. ®J 8. MOUNT DEVICES ON SECURE SIDE OF DOOR.
<
N OTESO ) : 9. ENCLOSURE SHALL CONTAIN READER INTERFACE MODULE AND POWER SUPPLY FOR
/- < DOOR DEVICES.
1. CEILING MOUNTED SECURITY CAMERA. SECURE TO CEILING AND TILE SUPPORT BRACKET. WQ 10. 1°C WITH PULL STRING
2. UTP PATCH CABLE. 1.  WIRE BASKET CABLE TRAY.
UNSECURED SIDE
3. CATAGORY 6 UTP CABLE JACKET COLOR VIOLET IN %" CONDUIT. 2. CONDUIT WITH INSULATED GROUNDING BUSHINGS.
3. #6 COPPER CONDUCTOR, BONDED TO CABLE TRAY.
COORDINATE WORK WITH DIVISION 8 AND DIVISION 28
4. VIDEO SURVEILLANCE UTP CABLING..
5. J-HOOK MOUNTED 3' APART TO SIDE OF CABLE TRAY. DOUBLE DOOR WITH CARD READER
6. ACCESS CONTROL AND DURESS CABLE. CABLING SHALL BE INSTALLED IN A NEAT AND ORDERLY MANNER WITH TIE WRAPS @NTS
EVERY @'
@NTS G NTS
NOTES O:
EDITORS NOTE: OPPOSITE HAND
1. TELECOMMUNICATIONS RACK. —_
1. EDIT FOR J-HOOK OR CONDUIT .
2. VERTICAL WIRE MANAGEMENT.
3. FIBER DISTRIBUTION PANEL. NOTES O: SPOT WELDED MORTAR STEEL DOOR
I GUARD BY DIVISION 26 —— == FRAME w/
4. HORIZONTAL WIRE MANAGEMENT. 1.  3/4" FLEXIBLE CONDUIT WITH PULL STRING. ggg&gg@gﬁfgeﬁ;}_' DOOR MORTAR GUARD
5. PATCH PANEL. 2. HOLE (CENTERED IN BOX). HARDWARE PROVIDER.
6. Iég\\/ﬁg l_? POWER OVER ETHERNET (PoE) 3. SECURITY OVERRIDE DEVICE LOCATED IN PANIC BAR. SECTION
4. 1-GANG HINGE MORTAR GUARD BOX WELDED TO FRAME AT HEIGHT PROVIDE 3/4" FLEXIBLE D2 ADDITIONAL 3/4" CONDUIT FOR
7. BOND TELECOMMUNICATIONS RACK TO TGB. OF ELECTRIC POWER TRANSFER HINGE. E)C()_II:IEDNUEI)T V\(/;;%_I;IEE(EEION & PERIMETER DOOR SYSTEMS ONLY
8. NETWORK VIDEO RECORDER (NVR), (QUANTITY 5. CARD READER 2-GANG JUNCTION BOX. LOCATED ON EXTERIOR SIDE STRING TO JUNCTION
AS REQUIRED). OF DOOR AS SHOWN ON DRAWINGS. CUT AND MOUNT CARD READER BOX
FLUSH IN EXTERIOR WALL. COORDINATE INSTALLATION OF MULLION
9. MONITOR, KEYBOARD AND MOUSE WITH KVM, MOUNTED DEVICE WITH DIVISION 8 AS SHOWN ON FLOOR PLANS.
(AS REQUIRED).
6. MORTAR GUARD BOX FOR FLUSH MAGNETIC DOOR CONTACT BY BOX-IN MORTAR
10. CPU/ACCESS CONTROL MANAGEMENT SYSTEM DIVISION 26. 3/4" HOLE IN DOOR FRAME AND TOP OF DOOR BUCK BY GUARD
(ACMS) AND VIDEO MANAGEMENT SERVER DIVISION 8.
(VMS).
7. MOUNT DEVICES ON SECURE SIDE OF DOOR.
11. UNINTERRUPTABLE POWER SUPPLY (UPS).
8. ENCLOSURE SHALL CONTAIN READER INTERFACE MODULE AND
12. ADDITIONAL RACK, SHALL BE USED FOR POWER SUPPLY FOR DOOR DEVICES.
ADDITIONAL EQUIPMENT AS NEEDED.
9. 3/4"C TO CABLE TRAY WITH PULL STRING.
CUTOUT/HOLE PER
OWNER REQUIREMENTS
C : [
[T
<
T
<
HINGES (TYP) i
SECURED SIDE MORTAR GUARD BOX
N /
INTERIOR & EXTERIOR ISOMETRIC
@NTS D4 \ONGLE DOOR SWITCH WITH CARD READER STEEL MORTAR SECURITY ROUGH-IN MORTAR GUARD BOX
NTS D7
NTS
TYPICAL CONTROL
& EXIT DOOR
TYPICAL CONTROL DOOR
WIREWAY oK
AS REQUIRED
(8 ¢ ) POWER (7)
@ EE ~<6) SUPPLY . [DE—— A
= ) l PS
TYPICAL CONTROL
DATA INTERFACE
GATHERING c TYPICAL DELAYED DOUBLE DOOR
E. 5 PANEL DEVICE EXIT DOOR
l @ POWER =
SUPPLY < 7 >
C g
(+) FS
c VanWanY Fa Y ! 8 >
DATA INTERFACE
GATHERING ACA @
= PANEL o DEVICE ACP
POWER = @ @
@ SUPPLY :% @ @ @
@ = — ) <> /— ENGRAVED LAMACOID PLATE L
& é Q Q 120V (E
: NOTES O:
S FA INTERFACE o 5 Q @ EMERGENCY
: : 9 L, —— WALL MOUNT MUSHROOM PUSH-BUTTON 1. ACCESS CONTROL SYSTEM MAIN CONTROL PANEL LOCATED IN
Q | WITH KEY RESET SWITCH. TELECOMMUNICATIONS ROOM.
° — 2. ACCESS CONTROL ANNUNCIATOR PANEL (ACA) LOCATED AT POLICE OPERATIONS
DESK.
NOTES O :
- 3. ACCESS CONTROL SYSTEM AUTO-DIALER FOR REMOTE REPORTING FUNCTION.
1. 3/4" FIRE RETARDANT PLYWOOD PAINTED FLAT WHITE. (BOTH SIDES).
( ) 4. ACCESS CONTROL SYSTEM INTERFACE TO FIRE ALARM SYSTEM FOR DOOR ON ALL
2. LOCK POWER SUPPLY WITH TAMPER SWITCH. CONTROLLED DOORS.
3. SECURITY DEVICE DATA GATHERING PANELS (DGP) WITH TAMPER SWITCH. 5. ACCESS CONTROL SYSTEM INTERFACE TO SECURITY CONTROL SYSTEM.
4. SECURITY DEVICE POWER SUPPLY WITH TAMPER SWITCH. NOTES O 6. ACCESS CONTROL SYSTEM INTERFACE TO SECURITY INTERCOM SYSTEM.
7. LOCAL ACCESS DOOR CONTROLLER & COMMUNICATIONS MODULE.
5. PROVIDE DEDICATED 120VAC CIRCUIT WITH DEDICATED GROUND ON 24 HOUR EMERGENCY POWER FOR EACH PANEL. 1 ACCESS CONTROL SYSTEM WIRING AS PER MANUFACTURER
6. EACH DGP REQUIRES ONE DATA CIRCUIT. CONCEALED WITH CONDUIT. 8. éSﬁEﬁ?T%‘%ﬁE@o&L SL?JEI\S/I)WIRING AS PER MANUFACTURER. (CONCEALED WITH
2. COORDINATE INSTALLATION AND OPERATION WITH VETERANS ’
AFFAIRS, VA
3. CONNECT TO EXISTING SYSTEM. EXPAND AS REQUIRED.
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